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CONNECTIONS 
L_ _______________________ __j 

ENGINE - GENERATOR 
NOTES• 
I. NO RELAY NEEDED FOR 2 TRANSFER SWITCHES. 

MORE THAN 2 REQUIRE A RELAY MOUNTED IN 
THE GENERATOR CONTROL PANEL. 

2. WIRE !SA FROM TERN! NAL 1 2 OF TBI WILL 
CHANGE TO 194A AFTER TERMINATION IN RTSN CJ) 
194A WILL THEN CONTINUE TO THE LAST 
TRANSFER SWITCH. 

3. RELAY- GENERAC PART NO. OC3211E 
C 12Vdc CD! L, CONTACTS RATED I 0 A@ 240 Voc) 

RELAY SOCKET- GENERAC PART NO. OC3211G 
C B-PI N OCTAL, 30 0 V) 

FUSE ATO TYPE 5 AMP CTAN) - GENERAC PART NO. OE7403A 
FUSE HOLDER W/8"' WIRE LOOP - GENERAC PART NO. OE7402 
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